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ADDENDUM NO. 1

Our ref: KETRACO-PT-0014-2025-2026 29™ APRIL 2026
NOTICE TO ALL BIDDERS

RE: TENDER FOR PROCUREMENT OF CONDUCTORS FOR OVERHEAD LINES
MAINTENANCE WORKS (TENDER NUMBER KETRACO-PT-0014-2025-2026)

The following amendments are made to the specified provisions of the TENDER FOR
PROCUREMENT OF CONDUCTORS FOR OVERHEAD LINES MAINTENANCE
WORKS AS (TENDER NUMBER KETRACO-PT-0014-2025-2026). Save where expressly
amended by the terms of this addendum, the Principal Tender Document shall continue

to be in full force and effect.
Find herein the ADDENDUM, consisting of five (2) pages into the Principal Tender
Documents.

Tender Addendum and clarification NO 1

s.no | Document CLARIFICATION SOUGHT RESPONSE
Name
1.| Evaluation Evaluation Criteria missing Evaluation Criteria as

outlined in Section 4.3 of

Criteria
the Tender Document,
and as detailed under
Section 4.4 — Technical
Requirements/Evaluation,
respectively.
2/ Instructions to | Kindly confirm the Bidders can | Only Kenya shillings and
the bidders bid in Foreign Currency USD allowed
3| Instructions to | Kindly confirm whether or not | JV not allowed
the bidders bid can be submitted as a JV
4/ Section 4.4.7 - | ITT 33.6 Point D — these Refer to the technical
of tender conductors are usually requirements of the
Document imported, and ready availability | tender which state that

of spares cannot be guaranteed. | bidders should provide a




Kindly reconsider this
requirement.

warranty for the
goods.as its in the tender
document

5 Please clarify whether the ACSR
300/50 Conductor should be
supplied greased or ungreased.

ACSR 300/50 should be
supplied greased.”

Kindly clarify if the
manufacturer must demonstrate
supply of the similar
conductors to Kenya, or supply
of high voltage conductors to
other utilities worldwide, since
not all utilities use the same
conductors requested here,

Manufacturers must
demonstrate supply of
similar high-voltage
conductors to utilities
worldwide with at least
three (3) completed
supply references within
the last ten (10) years,
indicating conductor
type, quantities, and year

of supply.

All other terms and conditions of the tender remain the same.

—

-
SENIOR MANAGER, SUPPLY CHAIN USER REPRESENTATIVE-SOPM

Tender Addendum No. 1 of Tender No. KETRACO-PT-0012-2025-2026 has been

received and incorporated in the Tender Documents.

Name of Tenderer (in
block letters):

Signature:

Date:

Signed for the Tenderer by
(Name in block letters):

In the office bearer
capacity of:




